
Relief Valve Adjustment Instructions:

 Prior to pressurizing regulator, pry silver cap from center of knob.

 Apply supply pressure to the regulator and set the output pressure
 to the general setting the regulator will be set to.

 With a slotted screwdriver, turn the screw in the center of the
 knob clockwise, until flow can be heard escaping from the
 internal valve.

 Slowly turn the screw counterclockwise until the flow from the
 relief valve stops.  Turn the screw an additional 1/8 to 1/4 turn
 counter-clockwise.

 Replace the silver cap in the knob.
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